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	The following statements shall be included in the contract specification.
	2. AHRI Certification – Certify chiller in accordance to AHRI 550 certification program for IPLV rating.
	3. AHRI Rating – Rate chiller performance according to requirements in AHRI 550/590 for IPLV rating.
	4. ASHRAE Compliance
	4.1. ASHRAE 15 for safety code for mechanical refrigeration.
	4.2. ASHRAE 147 for refrigerant leaks, recovery, and handling and storage requirements.
	5. ASHRAE/IESNA Compliance – Applicable requirements in ASHRAE/IESNA 90.1-2007
	6. ASME Compliance – Fabricate and label chillers to comply with ASME Boiler and Pressure Vessel code: Section VIII, Division I, as applicable to chiller design.  For chillers charged with R-134a refrigerant, include an ASME U-Stamp and nameplate cert...
	7. Comply with NFPA 70.
	8. Comply with requirements of UL for all components of equipment within the scope of UL, and include label by a qualified testing agency showing compliance.

